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8007 FURNISH AND INSTALL CONCRETE FOR CY 9
LIGHT FOUNDATION
8005 FURNISH AND INSTALL NO. 6 AWG STRANDED LF 640
I | BARE COPPER GROUND WIRE
US 40 IS ASSUMED TO RUN IN "
_ 8006 FURNISH AND INSTALL 3“ DIAMETER LF 20
AN BAST/ WEST DIRECTION POLYVINYL CHLORIDE CONDUIT
O 8009 FURNISH AND INSTALL ELECTRICAL EA 6
=2 MANHOLE
8011 FURNISH AND INSTALL SERVICE PEDESTAL EA 1
= (METERED)
W g; 8012 FURNISH AND INSTALL BREAKWAY BASE EA 4
9% A FOR LIGHTING STRUCTURE
- 8014 FURNISH AND INSTALL 40’ LIGHT EA 4
gz STRUCTURE WITH 15’ BRACKET ARM
O 8016 FURNISH AND INSTALL 250 WATT HPS LAMP EA 4
O & LUMINAIRE (SEMI-CUTOFF) WITH PHOTOCELL
pe 8018 FURNISH AND INSTALL CABLE - 1 CONDUCTOR  LF 462
P NO. 10 AWG » TYPE THWN/THHN, 600V
| 8020 FURNISH AND INSTALL CONNECTOR EA 19
/2] KIT-TYPE 1
\ |/ an 8021 FUBNISH AND INSTALL CONNECTOR CA 8
’ | “5===ii§=a * N PE # 8023 FURNISH AND INSTALL CONNECTOR EA 12
P w2 i NG 17 N | 2 I /® KIT-TYPE 4
, . _N/A ) 3
{ N/A 4 — 1/C #6 AWG TYPE USE WITH GROUND WIRE —~ T E7 8024 FURNISH AND INSTALL GROUND ROD — 974 INCH EA 13
1 B0 xi5] 1.7 (S 40 - T 3 40 x15] 37 N TO FREDERICK DIAMETER x 10 ° LENGTH
{** d - -  S— 8025 FURNISH AND INSTALL 4” SCHEDULE LF 110
o 80 RIGID PVC CONDUIT-BORED
t SHLD. 8025 FURNISH AND INSTALL DUCT CABLE ~ 4 LF 430
QE CONDUCTOR NO. 6 AWG
k 9 - 0" o NEG FURNISH AND INSTALL 1 CONDUCTOR LF 620
o NO. 6 AWG TYPE USE
- 70’ N -4 ~ 1/C #6 AWG, TYPE USE < 70’ |
~ ™ WITH GROUND WIRE ~ | 1
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TO MYERSVILLE PROPOSED UNDERGROUND
T — SERVICE CABLE TO BE
INSTALLED BY ALLEGHENY
POWER COMPANY
i CONSTRUCTION NOTE:
71— FURNISH AND INSTALL 27PVC ELECTRICAL
CONDUIT SCHEDULE 80,FROM SERVICE PEDESTAL A
TO BASE OF UTILITY POLE, STUB-UP CONDUIT P.E. #F36502 o 4 — 1/C #6 AWG, TYPE USE
| | CRP 48 y. WITH GROUND WIRE
AND PROVIDE PULLSTRING, N
UTILITY LEGEND 07 4
A AERIAL CABLES \
] T TELEPHONE CABLES #8024
| SYMBOL LEGEND robed > \
| o—@ - 250 WATT HPS LUMINAIRE (SEM - CUTOFF) ROAD
AND 40° STEEL STRUCTURE WITH BREAKAWAY BASE
I - A% PVYC CONDUIT -~ BORED
- LIGHTING MANHOLE
- SERVICE PEDESTAL (METERED) o - _ e .
~ 4 CONMDUCTOR DUCT CABLE NO.6 AWG 4 - )
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