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CONSTRUCTION NOTES:

INSTALL OVERHEAD SIGN STRUCTURE OH-2, NPS BROWN.

DYNAMIC MESSAGE SIGN. IDENTIFICATION SIGNS. CATWALK
PLATFORM NPS- BROWN. AND CONSTRUCT FOUNDATION AS
DETAILED ON SHEETS 9. 10, 11, AND 12 OF 23. INSTALL TWO-

. THREE INCH SCHEDULE 80, 90 DEGREE PVC CONDUIT BENDS IN

CATﬁﬁi::>
O

MOUNT TWO IDENTIFICATION SIGNS
ON PROPOSED DMS STRUCTURE. ONE
EACH ON THE FRONT AND BACK - ‘
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W BEAM INSTALLATION DETAIL m

SHOULDER SIDE FOOTING.

INSTALL ONE BASE MOUNTED FIELD EQUIPMENT CABINET NPS
BROWN WITH DYNAMIC MESSAGE SIGN CONTROL EQUIPMENT : :
AND 60 AMP EXTERNAL NEMA 4X DISCONNECT SWITCH FOR DYNAMIC

MESSAGE SIGN DETAILED ON SHEET 21 OF 23. :

INSTALL TWO, THREE INCH SCHEDULE 80 PVC CONDUITS FOR
DYNAMIC MESSAGE SIGN POWER AND CONTROL CABLES.

INSTALL ONE, THREE INCH SCHEDULE 80 PVC CONDUIT WITH
THREE 2/0 1-C CABLES FOR ELECTRICAL SERVICE. .
AND ONE #6 GROUND WIRE. : -

INSTALL ONE, THREE INCH SCHEDULE 80 PVC CONDUIT WITH
5 PAIR, 22 AWG SHIELDED COPPER CABLE FOR COMMUNICATION
SERVICE. _ ' '

A OPEN/CLOSE TRENCH (8“W x 307D

INSTALL STANDARD 30 INCH x 4 FOOT MANHOLE FOR
ELECTRICAL SERVICE. -

INSTALL STANDARD 30 INCH x 4 FOOT MANHOLE FOR
COMMUNICATION SERVICE.

INSTALL POWER PEDESTAL EQUIPPED WITH METER

SOCKET AND A 200 AMP MAIN BREAKERS. CONNECT LOAD SIDE
CABLE TO ONE 60 AMP BREAKER. PRIMARY ELECTRICAL SERVICE
CONNECTION TO BE COMPLETED BY OTHERS.

INSTALL COMMUNICATION PEDESTAL.

REMOVE AND-RESET TRAFFIC BARRIER W BEAM.

INSTALL TRAFFIC BARRIER W BEAM END TREATMENT NPS
BROWN AS PER STANDARD MD 660.02.

INSTALL ONE. FOUR INCH SCHEDULE 80 PVC CONDUIT FOR POWER
COMPANY USE. _ ~ ,

GENERAL NOTES:

LEGEND |

DMS SIGN. STRUCTURE, AND FOUNDATION
[ =m] BASE MOUNTED DMS CABINET

®’© ELECTRICAL/COMMU'NICATIUIQ MANHOLE
z==z=: PROPOSED CONDUIT

——— EXISTING CONDUIT

1. THE ELECTRICAL SERVICE SHALL BE PROVIDED FROM BGE

CABINET # 30007C. THE COMMUNICATION SERVICE SHALL BE
PROVIDED FROM C&P CABINET #2700.

AT A MINIMUM., THE FOLLOWING MSHA WORK ZONE TRAFFIC
CONTROL (WZTC) TYPICALS SHALL BE USED FOR THE WORK

SHOWN IN THIS PLAN: MD 104.27-01 (TEMPORARY CONCRETE
BARRIER TO BE USED AS CHANNELIZING DEVICE)» MD 104.52,
MD 104.56-01, AND MD 104.82 (USE OF PORTABLE VARIABLE
MESSAGE SIGN REQUIRED). ADDITIONAL WZTC TYPICALS

MAY BE REQUIRED AS DIRECTED BY THE ENGINEER.

> DIRECTION OF TRAFFIC

THE BGE ADDRESS IS: 2701 RUTLAND ROAD
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