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Construction Details

Tnstall electrical utility service equipment.

Install 2" schedule 80 polyvinyl chloride electrical conduit. (trenched) from proposed electrical utility
service equipment to existing 2” bend in cabinet. Install appropriate cables.
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FLASHING
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F ONLY
R3 5 (R) 1, PHASES ASSOCIATED BY A SOLI0 LINE WILL NOT OPERATE CONCURRENTLY.
30 ]n. X 36 In. 2. PHASES ASBOCIATED BY A DASHED LINE MAY/VILL OPERATE CONCURRENTLY,
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Equipment List 'B'
Equipment to be furnished and installed by the Contractor.

DESCRIPTION

QUANTITY
MAINTENANCE OF TRAFFIC PER ASSIGNMENT

1 EA

ITEM
1001

REMOVE & DISPOSE OF EQUIPMENT (PER ASSIGNMENT)

8014 1 EA

2 INCH SCHEDULE 80 RIDGID PVC CONDUIT - TRENCHED

8016 15 LF

8022 60 LF NO 6 AWG STRANDED BARE COPPER GROUND WIRE

2 INCH SCHEDULE 80 RIDGID PVC GONDUIT - BORED

8025 900 LF

ELECTRICAL UTILITY SERVICE EQUIPMENT 120/240 VOLTS 60 AMPS

8034 EA

8047 200 LF CABLE ~ 1 CONDUCTOR, NO. 4 AWG TYPE USE, 600 VOLT
NEG LEVEL AREA - INSTALL RETAINING WALL
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3. Install 2" schedule 80 polyvinyl chloride electrical conduit, (bored/pushed).
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4, Level this area (approximately 6”x6"). Construct retaining wall, Install 2” bore to ramp B. | TMORE, MARYLAND 2@!7 - . Yy oo ‘
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